Termination Instructions
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Remove 40mm (1.6" ) of cable outer jacket Position the termination cap on the Assemble the keystone jack on
keystone IDCs,in the correct orientation. face plate or patch panel
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Insert the cable through the termination cap, Push the termination cap down ; g ‘é",ha':‘egleo'angg Whie/Green
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off the excess.
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